
 

 

A new form can be downloaded from:  smwi.org/320/Inspection 
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Smoke Alarm Test Record 
NPFA 72:14.4.5.2  Alarms and connected appliances shall be inspected and tested at least monthly. 

NFPA 72:14.4.5.6 Smoke alarms shall not remain in service longer than 10 years from the date of manufacture, unless otherwise provided by the manufacturer’s 

published instructions. 

NFPA 72:14.4.5.8 Combination smoke/carbon monoxide alarms shall be replaced when the end-of-life signal actuates or 10 years from the date of manufacture, 

whichever comes first, unless otherwise provided by the manufacturer’s published instructions. 


